Energy storage systems will play a major role in the decarbonization of future sustainable electric power systems, allowing a high penetration of distributed renewable energy sources and contributing to the distribution network stability and reliability. To accomplish this, a storage system is required to provide multiple services such as self-consumption, grid support, peak-shaving, etc. The simultaneous activation of controllers operation may lead to conflicts, as a consequence the execution of committed services is not guaranteed. This paper presents and discusses a solution to the exposed issue by developing an engineering support approach to semi-automatically detect and handle conflicts for multi-usage storage systems applications. To accomplish that an ontology is developed and exploited by model-driven engineering mechanisms. The proposed approach is evaluated by implementing a use case example, where detection of conflicts is automatically done at an early design stage. Besides this, exploitable source code for conflicts resolution is generated and used during the design and prototype stages of controllers development. Thus, the proposed engineering support enhances the design and development of storage system controllers, especially for multi-usage applications.
Introduction
A sustainable electric power supply requires the integration of renewable, Distributed Energy Resources (DER) [1] . In addition, Energy Storage Systems (ESS) presents interesting solutions for a higher share of DERs and also to support several stakeholders in electrical systems besides their contribution to maintaining power quality, reducing energy costs, and enhancing grid stability/reliability [2] . In this context, the main goal of small residential storage systems is to consume the self-generated electricity to reduce energy costs. On the other hand, they may also contribute to the enhancement of power quality and system stability (primary control reserve in a pooling scheme [3] and voltage/frequency droop control [4] ). Storage systems with higher capacities provide additional economic profits and support with much more services such as participation on balancing market services, power trading, ancillary services, etc. Hence, cost-effective solutions for households/industries and a simultaneous provision of services to stakeholders require the development of a multi-use storage system approach [5] . To this aim, a wide range of controller approaches such as open/close loop, multi-agent systems, optimization methods, etc. are implemented locally/externally to the ESS. A challenge derived from this occurs when the interaction of those controllers is omitted and not handled, resulting in an unexpected controller behavior. For example, the ELECTRA IRP project [6] points out this issue and develops an analysis of controller conflicts in scenarios with a high penetration of DERs. Concluding that overlapping of controllers could lead to the non-provision of committed services, destabilizing the whole system and in some cases harming the power quality of electrical grid. For instance an over-frequency event requires charging the ESS, at the same time the market operator requires to discharge the battery to optimize energy costs. In this case, a lack of a support to coordinate the mentioned services would prevent the battery of charging/discharging enough power to cover the requirements defined by frequency support and market services. Additionally, a battery discharging behavior, resulted from the overlapping of use cases, could incentive the exacerbation of the over-frequency state of the grid [3] . Hence, both services cannot be supported all at once, then one potential solution is the setting up of priorities per service. The "EERA Joint Programme on Smart Grids" [7] , presents examples of multi-functional ESS, one example carries out secondary control power and peak/base arbitrage, those services are simultaneously supported. The alignment of them is based on the allocation of battery capacities. Another example is presented in [8] , a voltage control combined with an increased self-consumption strategy is provided by a photovoltaic-battery system, an automatic voltage limitation strategy is run to coordinate the provision of both services. The aforementioned approaches justify the needed for a mechanism to analyze and handle the conflicts within a multi-service ESS context.
The development process of multi-use ESS applications should consider the identification of controllers conflicts in an early stage, before any practical implementation such as the design and elaboration of control schemes, deployment of exploitable source code, execution of offline simulations, etc. An anticipate detection of conflicts would allow to select the right control scheme configuration and to save time on doing unusable and profitable work, then reaching the promised services. Base on this, the current work proposes a methodology for a semi-automatic identification and handling of conflicts within a multi-use ESS, this process is carried out during the specification stage. Additionally, this methodology is used as a support for the rapid prototyping of ESS control applications. Two methods are currently employed to model power system control applications. They are the Smart Grid Architecture Model (SGAM) [9] and the IEC 62599 approach [10] , those methodologies attempt to gather and model knowledge of a specific smart grid use case. However, models defined by them are not enough for a full identification and handling of conflicts. A preliminary idea that foster the mentioned statement is briefly outlined in [11] . It proposes a first version of a SGAM-based data model for a partial identification of conflicts within a multi-use ESS application. This work presents a first classification of conflicts and a selected conflict type is analyzed by the SGAM-based model, arguing that SGAM aligned with the IEC 62599 approach need to be extended for a further conflict analysis. In contrast with the mentioned paper, this work extends the aforementioned one by designing and implementing not only a data model but an ontology for a comprehensive analysis and conflicts resolution. Moreover, Model-Driven Engineering (MDE) exploits the proposed ontology to support domain experts during the controllers development process.
The paper is structure as follows: Section 2 addresses the related work, the process development of storage systems applications and the benefits of applying ontology and MDE-based concepts to resolve potential ESS controller conflicts and to support the development of ESS applications. In Section 3 a comprehensive classification of conflicts is provided, enabling the design of an ontology for conflicts identification. As a sequel, in Section 4 conflict resolution approaches are encouraged, motivating the broadening of the ontology to fully cover identification and handling. Finally, in Section 5 the resulted ontology is evaluated by a selected example and exploited by the MDE approach followed by the conclusions and an outlook about the future research work in Section 6.
Related Work and Background

Conflicts Within Storage Systems Use Cases
A brief overview of potential multi-functional Use Cases (UC) related to ESS participation mainly in low voltage power distribution grids is provided in Table 1 including a classification of services per objective and corresponding stakeholder(s). These use cases assume a small/medium scale ESS equipped with an Energy Management System (EMS) to implement and manage the provision of different services [11, 12] . Hence, a multi-use ESS is reached. Those services are deployed either remotely (i.e., EMS set-points based on external decision making) or locally (i.e., set-point evaluation based on local available EMS data) as also used in the examples in Section 4. Both deployments require to set up a communication infrastructure between the EMS and external systems such as network operators (e.g., Transmission System Operator (TSO), Distribution System Operator (DSO)) and meters. To illustrate this a communication architecture that carries out the set-up of an EMS connected to an ESS is shown in Figure 1 . Besides of this, the EMS sets active and reactive power values to the ESS in order to control the energy injected/consumed from the grid. In this context, a main challenge to deal with the EMS development is the coordination of single-services, thus to identify the occurrence of conflicts. Economical benefits are maximized. ESS is charged when the spot market prices are low and during off-peak times and usually discharged when prices are high. It is based on a daily optimization strategy [7] . voltage control/UC 2 power quality DSO
The rise of voltage levels can be regulated by injecting reactive power or by consuming active power. ESS participates in voltage regulation by implementing different control strategies [8, 13] .
primary control reserve/UC 3 power system stability TSO A high penetration of DER may result in a change of the grid frequency. The ESS participates in the frequency regulation by injecting/consuming active power [3, 14] . Such a service is usually used by the TSO.
peak-shaving/UC 4 reduction of supply cost end user ESS is used to prevent high peaks of consumption. The ESS is discharged when a load higher than a specific set-point is switch on [15] . minimization of prices/UC 5 reduction of supply cost end user Electricity costs are minimized by an objective function. It takes into account the cash received from selling energy and the cash paid for energy consumed. Moreover, forecast on load consumption, DER device generation and electricity prices (e/kWh) are calculated [16] .
self-consumption/UC 6 reduction of supply cost end user
Local self-consumption is the main target. The difference of the local generation and demand is charged into the battery and discharged from it when the demand exceeds the local generation [7] . A conflict may appear from the simultaneous interaction of stakeholders (e.g., DSO and Energy Market Operator (EMO)) orientated services. This may lead to an inefficient behavior of the EMS controller, as well as to the no provision of committed services. A conflict identification approach that targets large flexible power system architectures (e.g., virtual power plants, large-scale deployment of DER) is addressed by the ELECTRA IRP project [6] . In this study, scenarios of controller conflicts and suggestions for conflict's resolution are presented. Furthermore, a methodology for conflict identification based on a set of advises such as detailed use case specification, impact of controllers interactions on system stability, classification of conflicts by acceptable and unacceptable, etc. is presented. Against previous concept, this work proposes an engineering support to semi-automatically identify and resolve controllers conflicts in a specific power system domain: a multi-use storage system. To afford this, a domain expert or user needs to provide information about a multi-functional ESS, this process is manually done and is the starting point to proceed with a fully-automatic identification of conflicts. Additionally, handling approaches are proposed in the form of code and specific models, a validation and correction of them needs to be done manually by the user. Moreover, the proposed approach is developed in a generic way to be used in any ESS control scheme configuration. To this end, the implementation and simulation of services proposed in Table 1 is a meaningful first step to analyze the occurrence of potential conflicts and to derive a classification of causes of conflicts occurrence, this classification is carried out in Section 3.1.
Storage Systems Application Development
The main steps to be carried out during the development of ESS applications are the design, prototype and realization stages [17, 18] . In the first one a conceptual design of the EMS controller is elaborated and verified. It involves a model of the electrical network, the ESS converter controller and corresponding systems or physical devices (e.g., photovoltaic inverter, load profile, Supervisory Control and Data Acquisition (SCADA)). As a sequel, the design of control algorithms to fulfill a set of services requirements is carried out. Those requirements vary depending on time-scale and accuracy. For instance, a voltage control use case requires a response time of at least 60 s and a maximum voltage deviation of ±6.5%. Following this, a proof of concept is carried out to validate the initial specifications. This is mainly done in an offline simulator for power system simulations (e.g., Matlab/Simulink, DlgSILENT/PowerFactory) [19] . After the conceptual design is verified, a prototype is realized. Often the transformation from concept design into a prototype entails communication delays or non-linearities issues. Then, an iterative refinement of the algorithms is carried out. The realization stage requires testing the validated prototype in a real environment.
This work is focused on the analysis of requirements at the design phase with the aim of identifying conflicts between control algorithms. Additionally, possible handling solutions for those conflicts are advised and deployed during software and following hardware-based tests (e.g., pure offline and Controller-Hardware-in-the-Loop (CHIL) simulations). An early conflict detection would enable a free-of-conflict storage system application at the design phase, before the elaboration of any hands-on work such as control algorithms models implementation. Additionally, this would also support the selection of the right control scheme for a multi-functional ESS approach.
Rapid Prototyping of ESS Applications
Ontologies abstract information of a specific domain with the aim to represent objects, type of objects, and their semantic relations in a formal machine-readable way. Additionally, a set of inference rules and restrictions on relations are defined to support semantic interpretation [20] . This kind of modeling approach has also already been successfully applied to the domain of power systems: for example, reference [21] has designed an ontology to model the coordination between building energy management systems and smart grids stakeholders in a demand response context. The main entities to be modeled are communication technologies, service interfaces and grid structure. Thanks to reasoning techniques, a matching of services and their communication technology is achieved. Besides of this, reference [22] develops an ontology by applying fuzzy theory to diagnostic faults in power transformers, demonstrating that fuzzy ontology identifies faults that are unidentifiable by a basic ontology model. The mentioned studies highlight the use of key features of ontologies such as automatic reasoning and share of knowledge in the smart grid domain. In contrast to the mentioned studies, this paper is focused on a specific power system domain: multi-use storage systems connected to low voltage power distribution grids. This system is analyzed, resulting in the development of an ontology that targets controllers conflicts. This ontology is also used to handle the localized conflicts. To achieve this, data consistency checking and inference of knowledge-assets of ontologies [23] -are performed.
A further interesting modeling approach-Model-Driven Design (MDD) or Model-Driven Engineering (MDE)-focuses on an abstract representation of knowledge by the usage of models specification [24] . An advantage of this is to support the development of software applications by improving the interoperability between systems. In this context, two main types of transformations are considered: (i) Model-to-Text transformation (M2T) that generates executable source code, documentation or other text files from source models; and (ii) Model-to-Model transformation (M2M) that transforms source models into specific target models by executing pre-defined transformation rules [25] . MDE and SGAM are lately employed in smart grid projects to gain a common understanding of smart grid architecture elements [26] and to foster the rapid prototyping of smart grid applications [18, 27] . In this context, the proposed ontology is aligned to the SGAM model and exploited by the means of M2T techniques.
In summary, this paper joins concepts from MDE and ontologies to improve the rapid prototyping of multi-use ESS applications and to handle conflicts derived from the overlapping of corresponding applications. Hence, an engineering support consisting in a methodology is derived.
Ontologies for Multi-Use ESS Conflicts Identification
The scope of this section is to introduce a methodology supporting the identification of multi-use EES conflicts. This process is carried out during the specification phase of controllers, resulting in an appropriate control scheme to be implemented. To this end, a classification of conflicts based on their causes is proposed. Additionally, this classification is formally modeled by ontologies resulting in an EMS-ontology, a data model that targets conflicts identification. As a sequel, reasoning mechanisms are carried out to entail the deduction of conflicts.
Categorization of Controller Conflicts
The main objective of a multi-functional ESS control is to provide more than one service by injecting/consuming active or reactive power (either with locally or remotely connected EMS controllers). It is illustrated in Figure 2 , where an EMS sets the power to be injected/consumed by the ESS, additionally the EMS communicates with external systems (e.g., DSO, TSO, EMO) depending on the configuration of the EMS controllers. The interaction between those controllers could lead to an undesired behavior of the ESS system and a non-provision of the corresponding service. Because of this, the reason(s) causing the conflicts need to be identified and investigated. Table 2 provides a corresponding overview of typical controller conflicts resulting from the multi-use of ESS (extended from [11] ). 
Conflict Name/Type Description & Examples
Multi-objective optimization/C I Two UCs are optimizing the functions f (x) and g(x) respectively. This entails a conflict when f (x) and g(x) need to be manipulated simultaneously. For instance, an EMS supports to the stabilization of the grid frequency (UC 3 ) and to the minimization of energy prices (UC 5 ). An over frequency event would require a reduction of the active power (P). In the meantime, UC 5 requires to increase P, then a coordination of control schemes is needed.
Maximal limit dependency of control variables/C I I
Two UCs are controlling u 1 and u 2 respectively. Additionally, the limits of u 1 depend on the value of u 2 (i.e., f (u 2 ) ≶ u 1 ). For instance, an EMS contributes to voltage regulation (UC 2 ) by setting the reactive power (Q). Besides of this the EMS receives set-points to deliver active power (P) in a context of UC 6 provision. The limits of P depend on Q according to P < |S 2 max − Q 2 |. Hence, an alignment of services is suitable to avoid the saturation of P and Q .
Set-point out of limits/C I I I
This conflict occurs when at least two UCs control the same variable and the total set-point value exceeds the limits. For instance an EMS provides Primary Control Reserve (PCR) and market service (UC 1 ) by receiving set-points from EMO and TSO to control P. Even when each set-point respects the limits of P an overall violation of the set-points is possible.
Set-point sign conflicts/C IV
This conflict is based on the tracking of active power provision by monitoring the State of Charge (SOC) of the ESS. On this basis, when more than one service affects the value of P by two set-points with opposite signs, the tracking of single-services is lost. For instance, an EMS provides UC 6 and UC 4 , then the value of P is set. When the total set-point is zero, the SOC remains the same leading to a wrongly non-provision of the services conclusion.
Set-point set by at least two UCs/C V At least two different use cases have the intention of controlling the same variable of a system.
Interrelated manipulated variables/C V I
A UC is controlling a variable u 1 to manipulate y 1 whereas a second UC is controlling u 2 to manipulate y 2 .
Additionally one of the following statements is true:
It means that the manipulated variable y 1 or y 2 is affected by the first UC and the second one. For instance, an EMS provides voltage control (UC 2 ) by injecting/consuming reactive power (Q). In the meantime, the TSO requires to balance the active power (P) in a UC 3 context. As a consequence, voltage of the grid is regulated by UC 2 however it is also affected by UC 3 . An analysis of the whole multi-functional system (voltage control and PCR) is required.
Ontologies for Modeling ESS Applications
The previous conflicts categorization enables the identification of data involved in a conflict occurrence. This information is used as a basis to establish a data model for an automatic investigation of conflicts, hence an ontology aligned with the SGAM model and the use case templates suggested by the smart grid coordination group-sustainable processes in [28] , is developed (i.e., EMS-ontology). Ontologies introduce the terms of classes and relations [20] . A class intends to classify information by categories and a relation is defined as a relation between classes. Following this, the services involved in a multi-use ESS are classified under the class High Level Use Case (HLUC), this concept describes a general requirement and is independent of technical specifications and technologies. A detailed description of the functionalities covered by a HLUC is defined under the class Primary Use Case (PUC). The EMS application is encapsulated under the class Application, the variables controlled by an application are defined by a ControlVar class. On the other hand, a relation can be intuitively interpreted by looking at the related classes. For instance, the role hasHLUC means that an Application has a HLUC, the role optimize is understood as a PUC regulates/optimizes a variable, etc.
An overview of the proposed classes is depicted in Figure 3 . This figure also shows the whole EMS-ontology by a graph representation, where a node of the graph is defined as a class and an oriented arc as a relation. Classes are structured under two main concepts: active and passive device. An active device (e.g., EMS) embeds controllers and control a passive device (e.g., ESS). More complex relation between classes (e.g., inclusions, transitivity axioms) cannot be illustrated by a graph. Hence, a formal knowledge representation is employed.
Concept Description
Application
This concept represents EMS control applications.
HLUC
High Level Use Cases (HLUC) involve the main functions covered by an EMS controller (frequency control, voltage control, etc.).
PUC Primary Use Cases (PUC) specify functions defined in a HLUC (e.g., data acquisition, PI control).
ControlVar
This concept categorizes control variables sent by a PUC (e.g., voltage control PUC sends the control variable P to control injection of active power of an ESS).
OptimizationVar
Represents optimization functions and manipulated variables of a PUC or HLUC (e.g., a HLUC minimization of costs, minimizes a cost function defined by Min(∑ |P grid FiT − P grid EgP|), in this case P grid is classified as an OptimizationVar).
SetPoint
Value that is set by a PUC or HLUC and belongs to a Logical Actor (e.g., a HLUC frequency/voltage control sets the set-point active power (P) of an ESS)
Logical Actor
Represents all kind of systems and physical devices controlled by an Application (e.g., ESS).
State
Variables or parameters that belong to a Logical Actor (e.g., SOC and active power of an ESS).
Limit
Represent technical limitations of a Logical Actor (e.g., ESS converter maximal active power limit). 
Formal Representation of the EMS-Ontology
There exists a variety of languages for a formal knowledge representation of ontologies like Knowledge Interchangeable Format (KIF), Frame Logic (F-Logic), Description Logic (DL), etc. [29] . In this work, DL is more suitable for its expressiveness and rigor. Despite its reduced set of language constructors, DL provides a logic reasoning system, check of consistency and classification of data [23] . Thus, the previously introduced EMS-ontology is formally represented in DL notation.
DL introduces the terms TBox for terminological box and ABox for assertional box. In general the TBox defines concepts (i.e., classes) and roles (i.e., relations) as well as how roles and concepts are related to each other. The ABox establishes assertions matching individuals to concepts and roles. For instance the statement "An EMS provides two services frequency-watt and voltage control" belongs to the ABox, while the statement "An Application contains at least one HLUC" belongs to the TBox. Both assertions correspond to the proposed EMS-ontology, they are shown in Figure 4 . Hence a syntax characterized by logical constructors (e.g., , ∃, trans()) is set [23] . DL notation assists the representation of more complex relations, for instance the constructor trans(relatedTo) characterizes a transitivity of roles. It means, if var1 is relatedTo var2 and var2 is relatedTo var3 then var1 is relatedTo var3. The complete representation of the EMS-ontology is shown in Appendix A. 
Methodology for Identifying Controller Conflicts
One main goal of the above introduced EMS-ontology is to detect the classified conflicts from Section 3.1. To this end, the methodology depicted in Figure 5 is used. This process consists on the extraction of information from an ESS domain expert to create a knowledge base (i.e., the ABox). Subsequently, this data together with the TBox of the EMS-ontology are analyzed by a reasoner engine. A reasoner performs consistency checking and inference mechanisms to generate additional facts from the existing knowledge base. Additionally, the inferred data is queried with the aim of detecting conflicts. To this effect, a set of queries targeting conflicts is proposed. The evaluation of the EMS-ontology is performed against a set of questions corresponding to the conflicts from Section 3.1. The formalization of those questions is done by stating DL queries using mathematical constructors [23] . This results in a set of appropriate DL queries to detect each conflict type as outlined in Table 3 . They are executed in sequence, from this execution a report stating the identification of potential conflicts is provided. One of this DL queries is following described: The axiom OptimizationVar ≥ 2Optimize −1 .PUC addresses variables that are optimized/regulated by at least two services (PUC). The other queries are intuitively apprehended by looking at the concepts and constructors meaning. In the case of Queries 3-4, a DL notation is not suitable due to the carrying out of arithmetic logic, then SPARQL queries are employed instead (see also Section 3.5). 
OWL and SPARQL to Evaluate the EMS-Ontology
The previous section defined a set of questions to evaluate the efficacy of the EMS-ontology. Some of those questions-Questions 3-4-need to carry out automatically a sequence of queries and to deal with concrete values as well. Hence, it is suitable to implement the proposed methodology for conflicts identification by employing Web Ontology Language (OWL) and SPARQL query language approach [20] .
OWL is formally founded on description logic principles, it handles concrete properties defined in DL using datatypes (e.g., xsd:float). Moreover, OWL is part of the W3C standardized ontology languages. SPARQL a graph-based query language is also an official W3C recommendation. It extracts information from an OWL ontology and introduces a large list of functions for querying data enabling a higher flexibility compared to DL queries (e.g., GROUP, ORDER BY). Thus, SPARQL notation is used to formulate Questions 3-4 (for details see Appendix C).
Handling of Conflicts within ESS Applications
The previous section classifies conflicts and presents a mechanism to detect them by the usage of ontologies. This section is focused on the handling of those conflicts, thus, potential solutions for conflict's resolution are presented. Afterwards, the implementation of those solutions is addressed by extending the EMS-ontology and by using a MDE-based approach to derive an EMS controller implementation.
Handling of Solutions per Conflict Type
A multi-functional ESS setup is illustrated in Figure 6 . A set of n services (Service i for i = 1, . . . , n) is provided by the ESS equipped with an EMS controller. Each service is identified with its corresponding active and/or reactive power set-points P i and/or Q i . For some services, such as local grid voltage support, the set-point evaluation is performed locally. On the other hand, set-points can be externally identified-hereinafter called remotely-and transferred to the EMS controller (e.g., for an energy market associated service [12] ). To begin with, it is supposed that the set-point values P i are identified and transmitted to the EMS controller. Furthermore, it is assumed that each signal is smaller than the ESS converter maximal active power limit P max (i.e., P i < P max for i = 1, . . . , n). As a result of independent set-point identification mechanisms, the total set-point P re f can exceed the P max value (i.e., P re f = ∑ n i=1 P i > P max ). For instance, a use case set-up is defined by a P max that is limited to 100 kW and two services that intend to control the set-point P re f by the values 40 kW and 80 kW respectively. Even if independently the services do not exceed the technical limitations (100 kW), the accumulation of them (40 kW + 80 kW) could do. Thus, the set-points must be down-regulated. To this end, for each service a corresponding priority is defined. Assuming that the service n has the lowest priority if the maximal limit is exceeded, the set-point P n is down-regulated as
Similarly, if still the sum is greater than P max , then P n is set to zero and the next least-prior term is down-regulated. Hence, the corresponding services are partially provided. This handling solution corresponds to the conflict C I I I .
Converter PQ Range Limiter
The handling solution proposed in the previous section makes it possible to define the reference ESS active and reactive power such that all the services are considered
Consequently, the reference apparent power is defined by
This value is limited by the ESS apparent power limit (S max ). Although all the individual service set-points associated with active and/or reactive power provision are smaller than the maximal limits (i.e., P i−new < P max and Q i−new < Q max for i = 1, . . . , n) still the ESS apparent power limit can be violated i.e, S re f > S max exemplifying a conflict C I I . Thus, the corresponding P re f and Q re f must be down-regulated such that S re f = S max . A potential solution is detailed in the literature [30] .
SOC Estimation and Capacity Allocation
In order to illustrate type C IV conflict occurrence in this application, let the service set-points be P i = 0 and P j = 0 for i, j = 1, . . . , n such that for any (i, j), i = j and P i · P j < 0 (4) This means that, the set-points P i and P j , targeting the active power value of an ESS, have opposite signs. This corresponds to the conflict C IV . In such a conflicted scenario, it is important to virtually track the impact of each set-point. This is realized by virtually allocating a portion of the ESS capacity to each service. Furthermore, a state of charge estimator must be implemented for each capacity portion. State of charge estimator evaluates the SOC changes by considering the allocated capacity, battery voltage measurement and the power set-point defined by Equation (4) . A detailed description of this handling solution is described in [30] .
Use Case Specific Solutions
A general solution can not be encouraged for conflict C V I . Hence, the handling solution must be employed depending on the use case specification/requirement. For instance, a multi-functional ESS provides services which define the P re f . Additionally, the Point of Common Coupling (PCC) voltage support is also offered, see Figure 1 . Voltage support has to be provided so that the PCC voltage V pcc does not violate the limits (V upper and V lower ) defined by the DSO. The steady state PCC voltage in terms of active/reactive power injected by the ESS is expressed by
where the R, L are the approximated grid resistance and inductance and V is the grid voltage. Based on Equation (5) the active power provision affects the PCC voltage. Thus, the simultaneous provision of voltage support (i.e., Q(V) control) and active power associated services are in conflict, this corresponds to a conflict C V I . One solution to handle this conflict is based on a dynamic reactive power control [30] . In this approach, an integral controller with a proportional gain dynamically adjusts Q re f such that the voltage always stays within its limits V lower ≤ V pcc ≤ V upper . A similar methodology suggesting dynamic regulation of PCC voltage by the means of both active and reactive power is proposed by [13] . Alternatively, the solution presented in [8] evaluates the compensating Q re f according to a pre-set Q − V characteristic curve defined by [4] . Comparing the aforementioned approaches shed lights on the fact that the choice of voltage regulation strategy mainly depends on the application requirements, network voltage level and ESS sizing.
Extended EMS-Ontology for Handling Conflicts
A main goal of the EMS-ontology, besides conflicts identification, is the handling of them. To this end, an extension of this ontology is required. This extension is based on the definition of patterns targeting the previously addressed handling solutions. A pattern is easily identifiable for the cases where a general solution is provided (e.g., "Converter PQ Range Limiter" as outlined above). Moreover, the information gathered from the current EMS-ontology is enough to identify and propose a corresponding general solution. However, in case of specific solutions the information modeled with the current ontology is not enough to precise a conflict resolution. It means extra information from the multi-functional ESS context is required (ESS capacity, network operator requirements, etc.). This paper proposes an extension of the actual EMS-ontology to implement the mentioned specific/general handling solutions. For simplicity, only the solution "Down-Regulation of Set-points" is discussed in detail in this article.
A graph illustrating new concepts and roles for implementing "Down-Regulation of Set-points" is shown in Figure 7 . A validation of this ontology is based on the collection of enough information to carried out according to Equation (1) . To this end, information provided by the EMS-ontology such as priority of services, physical device to be controlled (e.g., ESS), set-point values out of limit (e.g., ∑ n i=1 P i > P max , for i = 1, . . . , n) and set-point to be affected (P re f ) are evaluated. As a result, set-points are scaled-down in compliance with the maximal converter active power (P max ). An evaluation of the extended ontology is done by an use case implementation in Section 5.3.
Concept Description
Con f lict
This concept enables the collecting of relevant information with respect to a categorized conflict. It means use cases in conflict, type of conflict and physical devices or systems categorized as Logical Actor that are involved in a conflict.
ControlVarReg
The occurrence of C I I I needs to scale set-points values down. Thus, the representation of down-regulated values is done by the ControlVarReg concept. Moreover, this concept has the total set-point value to be set in a Logical Actor. 
EMS-Ontology Exploited by the MDE Approach
The MDE approach is focused on the modeling of applications. Once the model is accomplished the conduct of M2M and M2T takes place. To this end, a meta-model and a source model are required. A way to apply ontology engineering to the MDE approach is discussed in [31] . In this work, a meta-model is considered as an ontology (TBox) and a source model as an instance of the ontology (ABox). Previous sections described an EMS-ontology to detect and manage conflicts. The fact of seeing EMS-ontology as a meta-model and a multi-functional ESS use case as a source model brings the benefit of generating exploitable source code (e.g., C++, Matlab) and target models (e.g., Simulink models). The resulted model or text is meant to be deployed during the elaboration and validation of the ESS application. This attempts to demonstrate that the EMS-ontology supports during the rapid prototyping of ESS control applications. A proof-of-concept is addressed in the following section.
Proof of Concept
In this section a practical multi-functional ESS application is introduced. This example aims to highlight the conflicts occurrence and propose corresponding handling solutions by means of an ontology-based methodology support. Thus, a Smart Low Voltage Grid Controller (SLVGC) is implemented which integrates the handling solutions presented in Section 4. In the following, the application setup and ESS functionalities/services are described. In this control solution the ESS is required to provide self-consumption and market services in smart low voltage grid. Furthermore, from the power quality perspective the ESS has to provide local voltage support. In the following each service and the setup configuration are described.
ESS Services and Setup
In this setup, the ESS helps the household Photovoltaic (PV) systems in balancing the generation and consumption profiles. In other words, every household rents a portion of the storage capacity in order to store the excess PV generated power and consume it in high-load time intervals. The amount of power to be charged/discharged is equal to the generation-consumption difference and it is calculated by the smart metering devices installed at the household PCCs. Accordingly, these measured values are steadily sent to the SLVGC and all together form the total self-consumption set-point P sc . The individual self-consumption signals and the sum P sc are updated every minute. From the SLVGC point of view, P sc is considered as an externally defined set-point. In this application, self-consumption is provided to 10 households renting 1/2 of the total ESS capacity. The set-point for this service P ms is identified by the EMO. Hence, the storage owner can sell the stored energy in high-price time periods, and recharge the market allocated capacity in a low-price period. This service also rents 1/2 of the total ESS capacity. As a result of the resistive nature of the low voltage grid and multiple service provision, the PCC voltage may exceed the permitted limits . Hence, PCC voltage is regulated by means reactive power injection-absorption (Q gs ). PCC voltage controller is one of the SLVGC integrated schemes. Thus, the grid support control variables Q re f is locally evaluated.
The setup configuration is demonstrated in Figure 8 . The input signals P sc and P ms are sent to the SLVGC hardware via the communication layer (e.g., utilizing a Modbus TCP protocol). The SLVGC also receives measurements from battery (SOC bat and V bat ), injected power by ESS (P and Q), and the PCC voltage (V pcc ). 
Applying the Ontology-Based Methodology
An engineering support consisting of the above introduced ontology-based methodology for detecting controller conflicts and for handling corresponding solutions is in the following example applied and demonstrated. The detection of the overlapping of ESS services is based on the analysis of data provided by domain experts (e.g., control or power system engineer). This data defined as knowledge base of the SLVGC application (ABox) is evaluated by reasoning mechanism resulting in the derivation of additional truths (inferred data). As a sequel, inferred data is queried to identify conflicts. This process continues with the creation of a new instance of the EMS-ontology to manage conflicts (updated data). The whole cycle is shown in Figure 9 . Domain specialists own the expertise about the services to be implemented within the SLVGC controller. That is why their knowledge related to the multi-functional usage of ESS need to be collected and analyzed. To achieve a comprehensive data collection, templates for spreadsheets are designed where relevant domain knowledge is stored in tabular and therefore understandable form. However data in that format is not ready to be analyzed, then a transformation from spreadsheets into an instance of OWL EMS-ontology is required. The knowledge resulted from this transformation is shown in Figure 10 It shows that SLVGC is defined as an instance of the concept Application, besides of this the concept HLUC models the services provided to the EMO, the customers, and the DSO. The ControlVar concept gathers control variables. The SLVGC implements local voltage control, then the regulation of the voltage at the PCC point V pcc is modeled by the concept OptimizationVar. The ESS and the meter that carries information of the low voltage grid are defined by the Logical Actor concept. The ESS device incorporates two set-points to set active and reactive power by external systems (i.e., P re f , Q re f ). Those values are defined as SetPoint concepts. The exhaustive knowledge of the SLVGC application is presented in Appendix B.
As a first attempt to validate the EMS-ontology and the constancy of the SLVGC knowledge (i.e., ABox), the Protege toolkit-an open-source ontology editor-is used. This tool enables the integration of a variety of reasoners (Pellet, FaCT++, HermiT, etc.) and the evaluation of DL and SPARQL queries through the setup of plug-ins. Thus, Protege is convenient for validation of the EMS-ontology and consistency checking of the SLVGC knowledge base. However, it is limited in terms of implementation of extensive queries, it is the case for Question 3-4 (see Table 3 ). To cover those gaps, JENA-a Java framework [32] -is employed for the implementation of queries as presented in Table 3 . It supports the deployment of OWL ontology language, the connection to inference engines and the usage of a SPARQL processor. This query engine performs operations to create, update and remove data from a Resource Description Framework RDF store through SPARQL update [33] , as depicted in Figure 9 .
Exploiting Inferred Data
A benefit of an ontology-based application is the derivation of additional truths from the knowledge base. In this context, one assertion derived from SLVGC knowledge base (see ABox in Figure 10 ) is that VoltageControl service affects the active power value of the grid (P). This deduction is entailed from the axiom Optimize • relatedTo Optimize and the statements Optimize(VoltageControl, V pcc ), relatedTo(V pcc , P). Many others deductions are automated inferred by the engine reasoner. The inferred data is queried by SPARQL and DL queries to achieve the detection of conflicts type. The SPARQL and DL notation used to establish the aforementioned queries is fully presented in Appendix C. Conflicts resolution mechanisms are employed according to the study presented in Section 4. This is shown in Table 4 , moreover answers derived from queries are also exposed.
Handling solutions addressed in Table 4 are satisfactory implemented. The solution for conflict C I I I is illustrated in Figure 11 . Implementations of calculations introduced in Equation (1) are carried out in the JENA framework. The resulting values are used to create an instance of the EMS-ontology (i.e., SLVGC_con f lict). This instance gathers active power values coming from market and self-consumption services (P ms , P sc ). When the sum of those values exceeds the technical limitations of the ESS (P max = 100kW) they need to be down-regulated. A way to exploit the instance SLVGC_con f lict is by carrying out M2T transformations, resulting in the automatic generation of source code (e.g., Matlab code). This code is deployed into a power system simulator (e.g., Simulink) to execute off-line simulations of the SLVGC controller. A similar approach is employed for the other handling solutions mentioned in Table 4 . Hence, the reduction of manual work during the controllers development process is achieved. Multi-objective optimization/C I X There is not any variable that is intended to be optimized or regulated by two different use cases then conflict C I is not identified. Control strategies regarding self-consumption and market services are run externally, thus the SLVGC application receives set-points from household and EMO. It could be the case that those services are in conflict but as the SLVGC application has no further information regarding those services then C I is dismissed.
Not required
Maximal limit dependency of control variables/C I I
The limit of Q is defined by the state P ( |S 2 max − P 2 |). This state P is controlled by the use cases self-consumption and market service through the control variables P sc and P ms . Additionally, the state Q is controlled by voltage control use case through Q gs . A conflict C I I involving the control variables {P sc , Q gs } and {P ms , Q gs } is detected. Then a coordination between the services in conflict is required to avoid a saturation of P and Q.
Converter PQ range limiter
Set-point out of limits/C I I I
The set-point P re f is set by two control variables: P ms and P sc . The total value to be set exceeds the active power limit P max , then a conflict C I I I is identified Down-regulation of set-points
The values of control variables P ms and P sc have the same sign then a conflict C IV is dismissed. However those values evolve over time, thus the EMS-ontology cannot predict the conflict C IV . Identification of conflict C IV should take place during real-time operation or simulation of the SLVGC application.
SOC estimation and capacity allocation
Set-point set by at least two use cases/C V The controllers market service and self-consumption have the intention of setting the set-point P re f of the ESS, then conflict C V is detected. This conflict is not considered harmful by the domain expert. Thus, no handling solutions are executed.
Not required
Interrelated manipulated variables/C V I
The use cases market service and self-consumption control the state P. Additionally the value of this state affects the PCC voltage (V pcc = V −
RP+jωLQ V
). Thus, V pcc is affected bv market service and self-consumption use cases. On the other hand, V pcc is manipulated by voltage control to regulate the PCC voltage, then C V I is identified.
Reactive power voltage controller
Simulation Result
In this section the simulation results of the multi-functional ESS application introduced above is presented. The ESS and distribution feeder are modeled based on the approach suggested by [30, 34, 35] . The simulation is performed in Matlab/Simulink. The total simulation time is set to 2 h and the model parameters are described in Appendix D. As previously explained above, the SLVGC receives self-consumption and market service set-points, P sc and P ms respectively. The implemented SLVGC integrates the handling solutions introduced in Section 4.
The achieved results are depicted in Figure 12 . In this illustration, the power, voltage and SOC values are respectively normalized with S max , V and 100% (see Appendix D). Furthermore, the measurement reference frame is chosen such that positive/negative power values correspond to charge/discharge operation. According to Equation (5), charge/discharge state results in PCC voltage drop/increase. In Figure 12 , the two plots (I) and (II) are associated self-consumption and market service provision. In these plots the original set-points are shown in blue (i.e., P sc and P ms ). The time resolution for P sc and P ms are 1 and 15 min respectively. P sc exhibits a period of high PV generation followed by an oscillating profile caused by a sunny-cloudy weather condition. For the sake of compactness, the pure consumption state (P sc < 0) is neglected. However, the original P ms shown in plot (II) requires both charge and discharge operations. In these plots, the green signals correspond to the down-regulated signals if the ESS P max limit is exceeded (see Section 4.1.1). In this application, P sc has higher priority, thus the down-regulation is applied to P ms , resulting in P sc−new = P sc , P ms−new = sgn(P ms ) P max − P sc (6) This explains the intervals in plot (II) where the green signal does not follow the blue signal. The regulation of the voltage, active and reactive power are shown in Figure 13 by means of plots (III) and (IV). In plot (III), the active, reactive and apparent power profiles are shown. Based on Equations (2) and (3) the ESS set-points are defined. Following the argument presented in Section 4.1.2, if the S max limit is violated the ESS apparent S re f is limited. This results in down-regulating P re f and Q re f accordingly, hence
Figure 12. Self-consumption provision (I), market service provision (II). This corresponds to the intervals where the green signal is limited to 1 in plot (III). As a consequence of down-regulating P re f to P re f −lim , the associated market and self-consumption signals are also scaled down with the same ratio as in Equation (7), resulting in P sc−lim and P ms−lim . These signals are shown in red in plots (I) and (II). Sequentially, these final services set-points are feedbacked to state of charge estimation schemes mentioned in Section 4.1.3. The estimated state of charge evolution is depicted in plots (I) and (II) reflecting the availability of allocated capacity for each service. Last but not least, the reactive power set-point Q re f is evaluated by the PCC voltage controller which is implemented based on the strategy in [30] . By construction, Q re f always has an opposite sign compared to P re f . The PCC voltage controller impact can be observed in plot (IV). For instance, when P re f > 0 the ESS is charging. Thus, the PCC voltage drops from its nominal value. Consequently, the controller reacts by adjusting Q re f < 0 such that PCC voltage regains the nominal value as it's steady state.
Conclusions and Future Work
With the large-scale integration DER into power distribution grids new services provided by ESS are required, thus the development of a corresponding multi-functional usage of them is now becoming a reality. This trend faces a difficult issue derived from the overlapping between control targets. Thus, an engineering support for an early detection and handling of conflicts during the requirements analysis of control structure is necessary. This methodology will enable a correct planning and management of ESS control applications.
The main basis of this solution lays on the definition of an ontology (i.e., EMS-ontology), overly simplified to identify and resolve conflicts. The presented EMS-ontology based approach demonstrates that an early requirements analysis of the control structure enables the identification and handling of conflicts. Moreover, a convenient and user-friendly way to gather knowledge from domain experts is also tackled by proposing a spreadsheet template. This knowledge is modeled by means of ontologies, hence reasoning mechanisms enable the inference of new facts. This resulted information is queried by predefined queries targeting conflicts classified by types (see Tables 2  and 3 ). Additionally, a set of handling solutions per conflicts type is encouraged, this motivates a semi-automatic generation of code to support conflicts resolution and to be implemented during the development of the system. This enables the rapid prototyping of ESS applications and a preventive correction of handling of conflicts before any practical implementation.
Model-based strategies to design the requirements of power systems are addressed by different standards and approaches. However, information gathered by them are not enough for a full conflict identification. A well-known approach to specify and structure the requirements of smart grid applications is defined by SGAM. This approach is being used in divers smart grids projects [26] . Despite of this, a full conflict detection is not totally ensured [11] . Additionally, the use case methodology introduced by IEC 62559 [10] gives the basis to specify requirements for energy systems control applications, but the identification of conflicts is not really addressed. In contrast with those methodologies, the engineering support approach defined by this paper does not provide a model for designing all the aspects of power systems applications. This motivates to concentrate future work on the alignment of the proposed approach with power system modeling methodologies such as SGAM and IEC 62559. This would improve the development chain of control applications, enabling a full description of power system application as well as an automatic conflict identification from the very beginning of the development process. Furthermore, the support of interoperability between the EMS with external systems such as TSO and EMO to import knowledge about controllers implemented remotely to the EMS should be assured. This entails the alignment of the EMS-ontology with other smart grid information models such as IEC 61850 and Common Information Model (IEC 61970), both are standards to improve the interoperability in electric power systems [36] .
The literature shows only first preliminary ideas that addresses conflicts within a multi-use ESS context. An approach that targets the identification of conflicts within electric energy systems is studied in [37] , this study recommends the use of the language Multi-level Flow Modeling (MFM) to model the requirements of control structures. Additionally, this approach is aligned to the IEC 62559 in the scope of the ELECTRA IRP project [38] . However, because of the large range of power system applications covered by this solution, a correct effectiveness and also its limitations are unknown. Compared with this approach, not only the identification but the handling of conflicts are addressed by the EMS-ontology. Moreover, this ontology targets a restricted domain: multi-use ESS, then the objective design criteria is very well defined by a set of selected questions, as outlined in Table 3 . On the other hand, a correct design of ontologies depends on the initial knowledge base, the EMS-ontology is built from use cases presented in Table 1 , hence is not exhaustive for all the conflicts derived from multi-functional storage systems. Thus an efficient EMS-ontology would require the knowledge of a larger list of use cases. This may entail the extension of handling solutions resulting in an evolution of the ontology as well. Hence, the designing of the EMS-ontology is an ongoing and non-exhaustive process. 
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